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It i1s certified that an inspection team headed by Dr. Rashmi Kankaria,
Cheif Health Officer from Nagar Nigam Greater, Jaipur inspected the GYAN
VIHAR SCHOOL and found that GYAN VIHAR SCHOOL, D-BLOCK, MALVIYA
NAGAR, JAIPUR has safe drinking water facilities for the students and members of
staff of the institution, School is maintaining the hygienic sanitation condition in the
school building & the campus as per the norms prescribed by the Central / State /

U.T.Gowvt.

The Certificate is valid upto 31 March, 2024.

(Dr. Rifhmrﬁnk.m)
Cheif Health Officer
Nagar Nigam Greater Jaipur
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OFFICE OF THE CHIEF CHEMIST
PUBLIC HEALTH ENGINEERING DEPARTMENT LABORATORY, GANDHI NAGAR, JAIPLR
REPORT OF THE CHEMICAL m“ﬁ&'l‘é)‘? OF WATER 9/
Date: / /

No: Lab/Sup.Chem. (M) / Jaipur (City) 2022-2023/ [ p

To: not Collectes
Ly (NS :'.'J'-"a'- Ty
svan Vihar '
D-Block,Malviva Nagar 1] <
Jaipur < i
Date of Receipt 16-01-2023 = _ .
| | Gyan Vihar
. Particulars | D-Block,Malviva Nagar
value as per 1551050012012 | S l
' Village / Town Reguirement PPermissible I:
(Acceptable Limit in the Jaipur |
Limit) absence of
Date of Collection | Alternate Source 16-01-2023
_Lab Sample No. P-103
LI pl 6.585 | 6.5.8.5 7.40 |
[2.T rhtdm (NTU) . 1 | 5 NIL '
‘ 3. Colour (Hazen units) | 5 | 15 None
4. Odour 1 Un Objectionable 1.0,
| 5. Total Alkalinity(as CaCo3) mg/l | 200 | 600 30 ]
| 6. Total Hardness (as CaCo3) mgl | 200 600 5
7. Calcium (as (as Ca) mg/l mg/l 73 200 6 |
n Magm:ﬂmm (as Mg) mg/l 30 100 8
i} ). Chloride (as Cl-) mg/l ‘, 250 1000 M |
" 10. Nitrates (as NO3-) mg/l 45 45 | 19 |
I 1. Sulphate (as 504-2) mg/l 200 400 ! 8 |
| 12. Total Dissolved Solids mg/l 500 2000 126 |
| 13 Fluoride mg/l _ 1.00 1.5 | 0.17 |
14, Iron mg/l , 1.0 | No Relexation | NIL !
15. Arsenic mg/| | 0.01 No Relexation | NIL
Remark- 1. All chemical parameters except pH are in mgiL /
2. Tested Results Relate only to The Samples send by you (“9')// \,.m 272
-F":,.
Supemtendiug\-("hrmk( vy Metal)

No: Lab/Sup.Chem. (HM) / Jaipur (City) 2022-2023/

Copy to:-
1.The Chief Chemist. PHED Raj. Jaipur

P.H.E.D. Laboratory, .ltiprlr

Date:

. Smperintending Chemist (Heavy Metal)
\ O IHA R SC{'. © . P.HLE.D. Daboratory, Jaipur
: GY"iN M qjvive Nag™ TOR \
%W . e us !
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OFFICE OF THE CHIEF CHEMIST

A
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"Ii . PUBLIC HEALTH ENGINEERING DEPARTMENT, CENTRAL LABORATORY
ALY o m Gandhi Sagar (Near Beserve Wank Ouiarters ). W jasthnn, Jaipur - M2 018
e REPORT OF THE BACTFRIGLOGICAL EAAMINALION OF WA TER

No: LabBat 023 | of § 4 pated: £ el 1 Jo2 5

To

Ihe Priocipal, Nt valid for Water Quality Legal Cases
Gvan Vihar Sr. Sec, Schonl, #The Semple was not callected by this
D-Bliock. Malviva Magar, latrutory

Juipur, Rajasthan-302017

Reference - Your Apploation oo Saked 06 0] s Jaipuar

GRS SO - 060 0 Pl o Dl i 0L 0T Fiehaniby dmigiar

S of Sample Taker - Sh Pragecy Shurma

. Wesidual i ulifrm E-Culi Remarks
h-.:._* cm ol " 'um o & . hlurine Arva Particulars of Samples | Orgualams Uhrganism iSatislactury,
Sty |, mg NN 00 (MPN) | Ussatisfactory)
P9 O W ater,
16002035 | 16012023 = m}:l"::"’ G;:ﬂ‘;’ a"::' Nil il Sutisfetory
e Malviva Sagar. daipur
élb\ll—'/a E l.] 3o 2 '}
Superintending O l
PFHED, Laburatory, Jaipar
e SN _ Dianed:
Not LahHact2032.23
Copry fan "

1. Thie Chief Chemist, PHET, Rajusthan, Jaipar




